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12/14/08 FIELD EDITS

12/17/08 FIELD EDITS

2/3/09 FIELD EDITS

2/11/09 FIELD EDITS

2/21/09 FINAL EDITS

2/25/09 FINAL EDITS
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KEYED SHEET NOTES

GENERAL NOTES
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L/19 WS ON CONCRETE 

FLOOR (CURRENT)

N/18.5 FAILURE OF CHILLER TANK 

CHEMICAL MANIFOLD (HISTORIC)

NORTH OUTSIDE AIR

INTAKE PLENUM 25

SOUTH OUTSIDE AIR

INTAKE PLENUM 17

NORTH EXHAUST AIR

INTAKE PLENUM 28

SOUTH EXHAUST AIR

INTAKE PLENUM 20

NORTH MIXED AIR

 PLENUM 24

SOUTH MIXED AIR

 PLENUM 16

NORTH RETURN AIR

 PLENUM 26

SOUTH RETURN AIR

 PLENUM 18

NORTH RETURN FAN ROOM 27

SOUTH RETURN FAN ROOM 

CORRIDOR 04

CORRIDOR 03

ELEV. EQUIP

ROOM 08

EAST STAIR

PRESSURIZATION

FAN ROOM 14

NORTH SUPPLY

FAN ROOM 23

SOUTH SUPPLY

FAN ROOM 15

MAINTENANCE

STORAGE

ROOM 13

MAINTENANCE

STORAGE

ROOM 11

ELECTRICAL

ROOM 09

WEST STAIR

PRESSURIZATION
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FLOOR TILE DAMAGE FROM WATER

BEHIND TOILET (CURRENT)

LOOSE ACOUSTIC C.T. (CURRENT)

CONDENSATE PANS RUSTING

(CURRENT)

BC
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LEGEND

ACTIVE WATER

LEAK

CURRENT WATER STAINED

SURFACE

CURRENT WATER

ON FLOOR

325 ROOM NUMBER

DESTRUCTIVE TESTING 

LOCATION (HISTORIC)

HISTORIC WATER LEAK/

STAINED SURFACE

CURRENT MOLD GROWTH

HISTORIC MOLD GROWTH

HISTORIC WATER

ON FLOOR

i LCD INSP. LOCATION

NO FINDINGS

A LCD INSP. LOCATION

ACTIVE LEAK

B LCD INSP. LOCATION

WATER STAIN

C LCD INSP. LOCATION

OTHER NOTATION

SEE WDA SUMM.

BC LCD INSP.  LOCATION WITH

MULTIPLE FINDINGS  "A",

"B", OR  "C" AS INDICATED 

LCD INSPECTION LOCATIONS 

ARE APPROXIMATE.
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